VA-SPOKANE BUILDING 5 REMODEL

INITIAL LUMENS:

2900 LU 5800 LU 8700 LU
1EATS 2EATS 3EATS
ROOM  SQFT #FIXT LAMP FC LAMP FC LAMP FC
1 120 4 11600 97 23200 193 34800 290
2 58 1 2900 50 5800 100 8700 150
3 58 1 2900 50 5800 100 8700 150
4 332 6 17400 52 34800 105 52200 157
5 156 3 8700 56 17400 112 26100 167
6 49 1 2900 59 5800 118 8700 178
7 g7 2 5800 67 11600 133 17400 200
8 121 2 5800 48 11600 96 17400 144
g 121 2 5800 48 11600 96 17400 144
10 82 1 2900 35 5800 71 8700 106
11 80 1 2900 36 5800 73 8700 109
12 353 4 11600 33 23200 66 34300 99
13 122 2 5800 48 11600 a5 17400 143
14 122 2 5800 48 11600 95 17400 143
15 119 2 5800 49 11600 97 17400 146
16 137 2 5800 42 11600 85 17400 127
17 152 2 5800 38 11600 76 17400 114
18 87 1 2900 33 5800 67 8700 100
ZA 47 1 2900 62 5800 123 8700 185
4A 27 1 2900 107 5800 215 8700 322
4 | PHOTOMETRICS SCHEDULE
| SCALE: N.T.S.
Panel 5-N1 PANEL SCHEDULE PROJECT: VA SPOKANE BLDG 5 REMODEL
120/208V, 3Ph, 4W. 400A Bus A0CAMC.B. 22KA WALL MOUNTED DIST. PANEL CONSTR.(I-LINE STYI 12-Apr-12
Ckt. jDescription f Load Load| c.BArame| C.B. CB./Frame| C.B. Load Load |Desecription / Ckt.
No. |Location (VA) Typey Amp Pole Phase Amp Pole VA Type |Location No.
1 |LTS 14, EF1-EF3 1,500] L 20 i A 20 1 540] R |BREAK ROOM 2
3 |LTS 58, 1819 1500 L 20 1 B 20 1 1500 K [MWAVE 4
5 |COR-RM18 ‘O L 20 1 C 20 1 1500 K |[MWAVE 8
7 |COPIERRM 18 1,500 G 20 1 A 25 1 1,500 K |WTRHTR 8
9 |BREAKRM 5401 R 20 1 B 25 1 1,500 K IWTRHTR 10
11 |DS8S1 1,800] H 30 2 c 20 2 7001 K REFR 12
13 |DSS1 1,800] H 30 2 A 20 2 10801 R |RM 18 COR 14
15 {RM 18 OUTSIDE COR 900} R 20 1 B 20 1 7201 R |RM 15 16
17 |RM 10-11 1,260 R 20 1 C 20 1 180 R |CUREC 18
19 |RM-9, 10 10801 R 20 1 A 30 3 2,184 H |[CuU 20
21 |[RM 8 8 900 R 20 1 B 30 3 2,184 H |CU-1 22
23 |RM 6, 7, COR, ELECTRONIC TRAPS 1,260} R 20 1 C 30 3 2,184 H |CU-1 24
25 |RM 5, COR 12601 R 20 1 A 30 3 24841 H |CuU-2 28
27 |COPIER RM 18 1,500 G 20 1 B 30 3 21841 H JCU-2 28
29 |RECEP 1,080 R 20 1 c 30 3 21841 H JCu-=2 30
31 lLights 15-18 500 H 20 1 A 20 1 1,540 M |F-1 32
33 }Lights 1-4, Porch (3) 500) H 20 1 B 20 1 1,640 M |F-2 34
35 |TEL 4A 180 R 20 1 C 20 1 100 G |FA (lockable) 36
37 |TEL 4A, JAN, dhwp-1 3B/O] R 20 1 A 100 3 4,150] S |PNLB5&-N2 38
39 | LG CON RM 4A 7201 R 20 1 B 100 3 2,800 S |PNLS&N2 40
41 | LG CON RM 4A 10801 R 20 1 c 100 3 2500] S |PNLSN2 42
Total Connected Load: PhA 21,178 VA 176 A
Total Connected Load: PhB 18,988 VA 188 A 7,179 A ms Available Fault Duty
Total Connected Load: PhC 16,368 VA 136 A
“Maximum" Phase Connecied Load: Ph A 21,178 VA
Total Connected Load (3 X Maximum}: 683.5 KVA 176.5 AMPS Total Demand Load: 46.4 KVA 128.8 AMPS
Panel 5-N2 PANEL SCHEDULE PROJECT: VA SPOKANE BLDG 5 REMODEL
120/208V, 3Ph, 4W. 225A Bus M.L.O. 10 KA SURFACE MOUNTED 24-Feb-12
Ckt. |Description / Load Load| C.B. { C.B. C.B. | CB. Load Load |Description / Ckt.
No. {Location (VA) Type| Amp | Pole Phase Amp | Pole (VA) Type |Location No.
1 |LTRM12, 13, 14 790 L 20 1 A 2
3 |REC12,13 900 R 20 1 B 4
5 | REC13, 14 2001 R 20 1 c 8
7 |REC12, 13 720 R 20 1 A 8
g |REC 12, 13 540 R 20 1 B 10
11 |PLOTTER 1,500 G 20 1 C 12
13 |SCANNER 1,500 G 20 1 A 14
15 |REC 11, 12 360 R 20 1 B 16
17 |PORCH LIGHT 100 L 20 1 C 18
19 |LTRM 10,11 140 L 20 1 A 20
21 B 22
23 c 24
25 A 26
27 B 28
29 C 30
Total Connected Load: Ph A 3,150 VA 11 A
Total Connected Load: PhB 1,800 VA 6 A 7,179 A rms Available Fault Duty
Total Connected Load: PhC 2,500 VA 9 A
"Maximum" Phase Connected Load: Ph A 3,150 VA
Total Connected Load (3 X Maximum): 8.5 KVA 11.4 AMPS Total Demand Load: 7.7 KVA 9.3 AMPS
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